AUTHENTICATED
U.S. GOVERNMENT
INFORMATION

GPO

§431.101

(2) For equipment that utilizes all
other types of heating, the energy effi-
ciency ratio must be not less than 10.8.

[69 FR 61969, Oct. 21, 2004, as amended at 70
FR 60415, Oct. 18, 2005; 70 FR 61698, Oct. 25,
2005; 71 FR 71371, Dec. 8, 2006; 73 FR 58828,
Oct. 7, 2008; 74 FR 12073, Mar. 23, 2009; 74 FR
36354, July 22, 2009]

Subpart G—Commercial Water
Heaters, Hot Water Supply
Boilers and Unfired Hot Water
Storage Tanks

SOURCE: 69 FR 61983, Oct. 21, 2004, unless
otherwise noted.

§431.101 Purpose and scope.

This subpart contains energy con-
servation requirements for certain
commercial water heaters, hot water
supply boilers and unfired hot water
storage tanks, pursuant to Part C of
Title III of the Energy Policy and Con-
servation Act, as amended, 42 U.S.C.
6311-6317.

[69 FR 61983, Oct. 21, 2004, as amended at 70
FR 60415, Oct. 18, 2005]

§431.102 Definitions concerning com-
mercial water heaters, hot water
supply boilers, and wunfired hot
water storage tanks.

The following definitions apply for
purposes of this subpart G, and of sub-
parts J through M of this part. Any
words or terms not defined in this sec-
tion or elsewhere in this part shall be
defined as provided in section 340 of the
Act, 42 U.S.C. 6311.

ASTM-D-2156-80 means the test
standard published in 1980 by the
American Society of Testing and Meas-
urements and titled Method for Smoke
Density in Flue Gases from Burning
Distillate Fuels.

Basic model means all units of a given
type of covered product (or class there-
of) manufactured by one manufacturer,
having the same primary energy
source, and which have essentially
identical electrical, physical, and func-
tional (or hydraulic) characteristics
that affect energy consumption, energy
efficiency, water consumption, or
water efficiency.

10 CFR Ch. Il (1-1-12 Edition)

Hot water supply boiler means a pack-
aged boiler that is industrial equip-
ment and that,

(1) Has an input rating from 300,000
Btu/hr to 12,500,000 Btwhr and of at
least 4,000 Btu/hr per gallon of stored
water,

(2) Is suitable for heating potable
water, and

(3) Meets either or both of the fol-
lowing conditions:

(i) It has the temperature and pres-
sure controls necessary for heating po-
table water for purposes other than
space heating, or

(ii) The manufacturer’s product lit-
erature, product markings, product
marketing, or product installation and
operation instructions indicate that
the boiler’s intended uses include heat-
ing potable water for purposes other
than space heating.

Instantaneous water heater means a
water heater that has an input rating
not less than 4,000 Btu/hr per gallon of
stored water, and that is industrial
equipment, including products meeting
this description that are designed to
heat water to temperatures of 180 °F or
higher.

Packaged boiler means a boiler that is
shipped complete with heating equip-
ment, mechanical draft equipment and
automatic controls; usually shipped in
one or more sections and does not in-
clude a boiler that is custom designed
and field constructed. If the boiler is
shipped in more than one section, the
sections may be produced by more than
one manufacturer, and may be origi-
nated or shipped at different times and
from more than one location.

R-value means the thermal resistance
of insulating material as determined
based on ASTM Standard Test Method
C177-97 or C518-91 and expressed in (
°F-ft2-h/Btu).

Standby loss means the average hour-
ly energy required to maintain the
stored water temperature, expressed as
applicable either (1) as a percentage
(per hour) of the heat content of the
stored water and determined by the
formula for S given in Section 2.10 of
ANSI Z21.10.3-1998, denoted by the term
“8,” or (2) in Btu per hour based on a
70 °F temperature differential between
stored water and the ambient tempera-
ture, denoted by the term ‘‘SL.”
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